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En los últimos años, la aplicación de modelos numéricos computacionales basados en 
dinámica computacional de fluidos (CFD por sus siglas en inglés) a problemas 
industriales ha venido incrementándose; hoy la CFD se utiliza para optimizar y 
desarrollar equipos y procesos en muchos tipos de industria incluida la industria 
energética. La principal ventaja de las soluciones con CFD está en la obtención de las 
condiciones de funcionamiento y el análisis de flujos internos y externos, que 
experimentalmente es muy difícil y costoso de lograr. En este documento se presentan 
los resultados de la investigación del proyecto de maestría en ingeniería con énfasis en 
Ingeniería Mecánica en donde se obtuvo la geometría que minimiza el desgaste erosivo 
por partícula dura y cavitación, para los diferentes regímenes de operación manteniendo 
la eficiencia, de la turbina Francis de 10MW de la central hidroeléctrica Amaime. Para 
lograrlo se implementó una metodología de laboratorio virtual simplificado (SLV por 
sus siglas en ingles), que consiste en el uso de Dinámica Computacional de Fluidos y de 
una técnica de optimización. Primero se realizó la simulación de la geometría actual de 
la turbina para caracterizar y verificar, con datos experimentales, que el modelo 
representa las condiciones actuales de operación; esto requirió generar geometrías CAD 
3D por medio de planos e ingeniería inversa usando escaneo tridimensional de elementos 
complejos de la turbina como los alabes. Segundo, se optimizó la geometría de los alabes 
del rodete, alabes directrices, tapas y laberintos mediante el uso combinado de diseño de 
experimentos factoriales, redes neurales artificiales y técnicas de optimización por 
algoritmo genético. Finalmente, se realizó un análisis de resistencia mecánica por medio 
de simulaciones de elementos finitos para verificar resistencia estática, fatiga y 
resonancia para los diferentes componentes de la turbina ya optimizados. El desarrollo 
de este proyecto permitió la publicación de dos artículos en revistas de alto impacto Q1, 
un artículo adicional que se sometió para publicación y participación en tres simposios 
de ingeniería y dos congresos internacionales; los tres artículos reúnen los resultados 
completos de este trabajo y dan cumplimiento al 100% de los objetivos propuestos. 
Palabras claves: Desgaste. Erosión. Cavitación. Dinámica Computacional de Fluidos. 








In recent years, the application of numerical computational models based on 
computational fluid dynamics (CFD) to industrial problems has been increasing; Today 
CFD is used to optimize and develop equipment and processes in many types of industry 
including the energy industry. The main advantage of the solutions with CFD is in the 
obtaining of the operating conditions and the analysis of internal and external flows, 
which experimentally is very difficult and expensive to achieve. This document presents 
the results of the research project of a master's degree in engineering with an emphasis 
in mechanical engineering where the geometry that minimizes the erosive wear by hard 
particle and cavitation for the different operating regimes maintaining the efficiency of 
the 10MW Francis turbine of the Amaime hydroelectric plant was obtained. To achieve 
this, a Simplified Virtual Laboratory (SVL) methodology was implemented, consisting 
of the use of Computational Fluid Dynamics and an optimization technique. First, the 
simulation of the current geometry of the turbine was carried out to characterize and 
verify, with experimental data, that the model represents the current operating 
conditions; this required to generate 3D CAD geometries by means of planes and reverse 
engineering using three-dimensional scanning of complex elements of the turbine such 
as blades. Second, it was required to optimize the geometry of the runner blades, guide 
vanes, covers and labyrinths by the combined use of factorial design of experiments, 
artificial neural networks (ANN) and optimization techniques by genetic algorithms. 
Finally, an analysis of mechanical resistance was carried out by means of finite element 
simulations to verify static resistance, fatigue and resonance for the different components 
of the turbine already optimized. The development of this project allowed the publication 
of two articles in high impact factor journals Q1, an additional article that was submitted 
for publication and participation in three engineering symposiums and two international 
congresses; the three articles gather the full results of this work and comply with 100% 
of the proposed objectives. 
Keywords: Wear. Erosion. Cavitation. Computational Fluid Dynamics. Optimization. 




1. INTRODUCTION  
  
1.1. Problem overview 
 
The Amaime hydroelectric power plant is located in the department of Valle del Cauca 
and has two generation groups for a total of 20MW power generation. A summary of 
main characteristics of turbines is in Table 1 and a picture of one of the turbines is 
included in Figure 1. The plant works with two run-of-the-river horizontal Francis 
turbines since 2011, that is to say, this plant works only with the instant flow provided 
by the Amaime River and for that reason, desanders are required to avoid high 
concentrations of suspended solids in the water that can enter to the turbines generating 
irregular operation. Precisely, 5 months after the start of the operation, this condition 
generated that the turbines showed wear problems in some areas caused by erosion, 
manifested by the increase in temperature of the thrust bearing, loss of working capacity 
and low efficiency. The increase in temperature was due to the increase in pressure 
between the generator side cover and the runner caused by the wear on the seal labyrinths 
as shown in Figure 2, which presents increases in the clearance of 300% with respect to 
the initial clearance [1]. This wear is due to the high concentration of solid particles in 
the water, these particles traveling at high velocity impact the components causing wear. 
They also generate wear on the runner and guide vanes. Additionally, due to the gradient 
of pressures that are generated inside the turbine vortexes can appear and could lead to 
the appearance of the phenomenon of cavitation wear. 
Table 1. Characteristics of turbines from Amaime hydraulic power plant of EPSA. 
Inlet piping 
Length: 4,865 m 
Net Head: 195.98 m 
Nominal Speed 720 rpm 
Capacity 10 MW (each unit) 
Design Flow Rate 6 m3/s 
 
Due to the premature wear losses that occurred in the hydroelectric power plant, repair 
costs for the first year of operation exceeded USD $400.000 and the efficiency of the 
machine decreased by 25% due to severe wear [1].  
To solve this problem, some solutions have been presented by foreign companies with 
high costs and no local employment generation, which makes it relevant to look for local 
alternatives. On the other hand, the University of Valle has several research groups, 
which has allowed it to acquire the skills that could help the industry to solve this type 
of situations, through comprehensive analysis of the problem, the use of analytical and 
numerical approaches and optimizations using numerical modeling. The local 
metalworking industry also has the capacity to manufacture the components of the 
turbine but they haven’t the sufficient knowledge to define geometries that are 





Figure 1. Francis turbine of the Amaime hydroelectric plant of EPSA. 
 
 
Figure 2. Wear in the runner and gaps between cap and runner. 
According to this, the goal of numerical modeling is to reduce the cost of design by 
avoiding the construction of several prototypes, which must be tested to determine if 
they fulfill the required parameters. When the designs don’t use virtual models, if the 
prototype geometries don’t accomplish these parameters, they must be redefined and re-
constructed to verify if the design parameters are met, and this process is repeated until 
the appropriate geometry is obtained. With a simplified virtual model these additional 
prototype construction costs are significantly reduced because the preliminary physical 
models are no longer physically built. 
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Therefore, this project develops an optimization methodology that couple the 
computational fluid dynamics models with an optimization algorithms and existing 
geometries to solve problems such those present at the Amaime hydroelectric plant. 
This research Project was part of the global Project called “Integral design of strategies 
to control the erosive wear in turbines”, developed by EPSA E.S.P. - Celsia, Colciencias 
and The Universidad del Valle under the project number 110656237170. The results of 
this work have been included in three research articles, the first one titled “Analysis of 
economic impact from erosive wear by hard particles in a run-of-the-river hydroelectric 
plant” published on July 2016 on the journal Energy [2], the second “Computational 
study of the particle size effect on a jet erosion wear device” published on January 2017 
on the journal Wear [3], and finally “Minimizing erosive wear through a CFD multi-
objective optimization methodology for different operating points of a Francis turbine” 
which was submitted in the journal Energy. Additionally, the results allowed to the 
project team to publish the article “Failure analysis of a run-of-the-river hydroelectric 
power plant” [1] where the developed CFD analysis were used to explain tribological 
aspects of the failure. 
  
1.2. Objectives  
 
1.2.1. Main Objective  
Find the geometry that minimizes the erosive wear of the 10MW Francis turbine from 
the Amaime hydroelectric power plant using computational fluid dynamics and multi-
point and multi-objective optimization methodologies. 
1.2.2. Specific Goals  
• Define the initial state of the turbine by means of CFD simulations and experimental 
data measured on field. 
 
• Implement multi-point and multi-objective minimization strategies to minimize 
erosion wear and cavitation while keeping the efficiency close to its design value. 
 
• Get a new design of runner, guide vanes, covers and labyrinths by means of geometry 
optimization. 
 
• Verify the behavior of mechanical components of the turbine with the new conditions 
of geometry and loads. 
 
1.3. Thesis Scheme 
 
This thesis is a collection of 3 academic articles, which have been published on indexed 
international journals and some have been presented at international conferences. 
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There is a coherence between the objectives of this thesis and the academic papers 
written and published, which can be observed and understood in Figure 3. 
  
Figure 3. Correlation between the proposed objectives and the coverage of the developed academic 
articles. 
Where, A1, A2 and A3 refers to academic articles developed as follows: 
 
A1: Analysis of economic impact from erosive wear by hard particles in a run-of-
the-river hydroelectric plant 
L.A Terán, R.D. Aponte, J. Muñoz-Cubillos, C.V. Roa, J.J. Coronado, J.A. Ladino, F.J. 
Larrahondo, S.A. Rodríguez 
 
In this paper the CFD model of Amaime Francis turbine was characterized. The 
validation of the model was performed comparing experimental efficiency tests of the 
turbine and the results obtained via CFD. It was also introduced and presented the 
erosion model implemented and the qualitative results of the areas where erosive wear 
occurs in the turbine components. Finally, a correlation between the power generated, 
the concentration of solids in the water and the associated wear rate was presented along 
with a wear costs analysis, which allowed to obtain an operating rule that minimizes the 
costs of operation generating profitability in power production. 
 
This paper was submitted and approved by Elsevier International Magazine Energy in 
July 2016, in which the author's main contribution is the numerical verification of the 
computational model, the implementation of the erosion model and turbines operating 
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rule according to flow rate and available concentration. The paper has at today 8 
citations. 
 
A2: Computational study of the particle size effect on a jet erosion wear device 
R.D. Aponte, L.A Terán, J.A. Ladino, F.J. Larrahondo, J.J. Coronado, S.A. Rodríguez 
 
In this paper, a CFD model of a jet erosion tribometer was made to characterize wear by 
hard particle of the stainless steel ASTM A743 grade CA6NM, which is the material 
used in some of the internal components of Amaime Francis turbine (runner, guide 
vanes) and to find the relation between the size of the sand particles contained in the 
water, the impact angle and the obtained wear. For this, experimental results and data 
fitting techniques were used to obtain the constants of the erosion model. 
 
This article was submitted and approved by Elsevier international magazine Wear in 
January 2017 and presented at the Wear of Materials Conference 2017 in April 2017, in 
which the author's main contribution is the numerical verification of the erosion model 
for the conditions on the tribometer and the adjustment of erosion model constants based 
on experimental data reported in the literature. The paper has at today 5 citations. 
 
A3: Minimizing erosive wear through a CFD multi-objective optimization 
methodology for different operating points of a Francis turbine 
R.D. Aponte, L.A Terán, J.A. Ladino, F.J. Larrahondo, J.J. Coronado, S.A. Rodríguez 
 
This paper presents the optimization methodology to obtain the geometry that minimizes 
the erosive and cavitation wear of the internal components of the Amaime Francis 
turbine (runner, guide vanes, covers and labyrinths), maintaining the efficiency near the 
initial values. This study was made using factorial design of experiments, genetic 
algorithms and artificial neural networks. A structural verification of the optimized 
components was also performed, which includes static stress and displacement 
verification, a modal analysis and fatigue checks using stationary and transient models. 
 
This article was submitted to Elsevier International Magazine Energy in July 2018 in 
which the author has as the main contribution the parameterization of the geometries, 
implement optimization methodology and the structural verification of the components 




Wear on a Francis turbine is due to different flow phenomena, such as pressure gradient 
in the boundary layer at runner inlet causing horseshoe vortex, the relative velocity of 
the fluid which causes that the immersed particles diverge from the fluid streamlines and 
impact the walls of the turbine, also, the erosion due to cavitation by operating the turbine 
in partial load has a large impact on the turbine performance. These wear problems can 
11 
 
be controlled by geometric aspects of the turbine like shape, length, number and 
thickness of the runner blades and guide vanes. Once a hydroelectric plant is built, a 
control in the operating conditions of variables like partial load, overload and changes 
in the geometrical aspects mentioned above can minimize overall wear. Although the 
effect of geometry modification on turbines wear have been studied using CFD and 
optimization techniques, in the literature there are no optimization studies that 
simultaneously minimize erosive wear keeping the actual turbine efficiency for a range 
set points of the turbine such as partial load and best efficiency point (BEP). 
 
One of the first studies on wear analysis using CFD simulations was made by Neopane 
[4] in 2010, where he performed a two-phase CFD study of a Francis turbine where not 
only evaluates the different hydraulic characteristics of the turbine, but also takes into 
account the effect of erosive wear by hard particles immersed in the water. As a result 
of this research he concluded that operating the turbine at maximum load not only 
generates low efficiency but also high turbulence and inlet relative velocities greater than 
the output of the runner generating swirling flows. With respect to erosion wear, he found 
that implemented CFD model agrees with experimental tests and that the erosion rate 
increases when the turbine is operated outside the BEP. However, in this investigation 
no optimization method was performed, only the modeling of the current operating 
conditions was performed. Later, Lain et al. [5] in 2012, presented a methodology to 
simulate Francis turbines; i.e., the general consideration prior to simulation itself, source 
of errors in simulations, geometry and mesh generation, how to perform steady state and 
transient simulation and finally abnormal operations conditions in Francis turbines such 
as partial load, erosion wear, cavitation, head losses and fatigue.  
 
On the other hand, more complex design optimization process for hydraulic turbine 
components has focused on efficiency and has had different approaches over the years. 
One of the first research carried out for the optimum design of turbomachinery was made 
by Pierret et al. [6] in 1999. In his work, the geometric parameters of the turbine runner 
blades were defined and used with a numerical model that contained an approximate 
prediction results of the Navier - Stokes equations to obtain the aerodynamic 
performance of the runner. These results were stored in a database trained by an ANN, 
which reduces the simulation time, manifesting itself in a decrease in the time of the 
design process. Later, Derakhshan et al. [7] in 2011 used a multi-objective optimization 
method based on ANN and genetic algorithms and software to solve the Navier - Stokes 
3D equations. The objective of this research was to increase the overall efficiency of the 
turbine at BEP by changing the profile of the runner blades keeping the net head as a 
constrain. The maximum efficiency error calculated by this numerical method was 
0.22% compared to the measured experimental data. As a result of the optimization 
process, a 1,8% efficiency increase was obtained with respect to the initial geometry. 
Enomoto et al. [8] in 2012, used multi-objective optimization base on evolutionary 
method and CFD to obtain a new geometry of the runner that improved the efficiency of 
a turbine for different points of operation, achieving an increase of efficiency for the 
entire operating range. Also, they analyzed the vibration instability that occurs in the 
turbine and concluded that this occurs when the turbine is overloaded, that is, when the 
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turbine operates above the BEP. In 2012, Flores et al. [9] made a complete design of a 
large Francis turbine, using local and global optimization of spiral case geometries, stay 
vanes, guide vanes, runner and draft tube for a different expected hydraulic 
characteristics (runner speed profiles, vortex between blades, torch in the draft tube, 
cavitation, hydraulic losses). These processes used blade design tools, automatic 
meshing and a numerical Navier - Stokes equations solver and genetic algorithms. In 
addition, it introduced the use of HPC (High Performance Computing) clusters as a mean 
to perform simulations in a shorter time and to observe transient behavior in each parts 
of the turbine. The local optimization was sequential and contributed to the overall 
optimization results. Recently, in a research of our investigation group GIFS, Terán et 
al. [10] in 2016, used computational fluid dynamics in the development of a new 
geometry that increase the efficiency of a 500 kW Francis turbine (designed and built 
more than a hundred years ago) to a value close to the values in recent turbines. Due to 
the complexity of the geometry, they implemented a methodology that combines a 
factorial design of experiments, ANN and optimization by genetic algorithm. 
Modifications were made in the runner blades and covers and managed to reduce vortex 
on the runner blade keeping to the minimum the phenomenon of main cavitation causing 
wear at the outlet of the runner. Finally, with the modifications obtained and after 
carrying out CFD simulations they got an increase in efficiency of 14.77% at best 
efficiency point and managed to increase production to 16.4% due to the modifications. 
Also, they performed mechanical strength check of the turbine components, using finite 
element analysis (FEA) and checking static resistance, fatigue and modal check for the 
optimized components of the turbine. One of the conclusions of these work was the need 
of selection of new materials for the turbine, like stainless steel ASTM A743 grade 
CA6NM. 
 
With the objective of evaluating erosion wear in the runner of the turbine, Thapa  et al. 
[11] in 2012 made an optimization study by means of "KHOJ" software and CFD 
simulations of the runner blade that allowed to reduce the vortex and relative speeds in 
this one, which allowed the phenomenon of erosion to diminish. The CFD results showed 
that the shape of the runner blade has a significant effect on the velocity distribution and 
therefore on erosion, reducing this effect by 33% with respect to the original model. 
Recently, Celebioglu et al. [12] in 2018, presented a CFD based rehabilitation 
methodology involving the state of the art redesign of a turbine for better performance 
(efficiency and cavitation) at design and off-design conditions. This was made by direct 
design optimization of several CFD aided designs and as result of this a 3% efficiency 
gain was achieved. 
 
 
1.5. General Methodology 
 
The overall methodology implemented in this project, which is developed in the 3 
academic articles that cover this work, can be summarized in the flow chart of Figure 4. 
The first step is to perform a validation of the parameterized CAD model using CFD and 
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compare it with experimental data obtained in tests of efficiency performed on the 
turbine. The result of this process was reflected in Articles 1 and 3. The coefficients of 
the model of erosion wear for the material used in the CFD analysis were published in 
the paper 2.  
Finally, in Article 3 was described how the initial population contained in a database is 
obtained using a design of experiments, then the database enters into the loop of the 
optimization process that uses an ANN and a Genetic Algorithm. Once the optimization 
process is finished, a mechanical check of the optimum geometry is performed, which if 
it is satisfactory will end the optimization process, otherwise, the objective function 
needs to be redefined and the optimization process begins again. 
The academic articles described above are presented in the final sections. 
 
 





• In this research it was possible to establish a methodology for the CFD simulation of 
Francis turbines considering the effects of erosion on its performance. 
• The main hydraulic characteristics of a Francis turbine (efficiency, power, turbulence) 
were validated for different operating points and the effects on these when the turbine 
operates outside the BEP. 
• Relevant parameters for the CFD simulation of erosive wear by hard particle in Francis 
turbines such as mesh size and quality, characteristics of the solid phase (factor, shape, 
size, hardness, concentration, velocity) were found. 
• It was possible to validate the Tabakoff-Grant erosion model for the interaction between 
the sand immersed in the fluid and the steel of the turbines (CA6NM stainless steel). 
• It was possible to find, through CFD simulations, the areas commonly affected within a 
Francis turbine because of erosive wear by hard particles. 
• The use of experimental design, artificial neural networks and genetic algorithms 
allowed to configure a multi-point and multi-objective optimization process to obtain 
geometries of the internal components of a Francis turbine (guide vanes, runner and 
labyrinths) able to reduce the wear by hard particle without significantly affecting its 
hydraulic performance. 
• A mechanical verification of the optimized components was carried out, presenting these 
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3. ARTICLE 1: ANALYSIS OF ECONOMIC IMPACT FROM EROSIVE WEAR BY HARD 
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Small-scale hydroelectric plants, primarily run-of-the-river designs, are regularly subjected to hard
particle wear and cavitation erosion due to the wide range of operating points. Depending on the severity
of the operating conditions and erosion damage experienced by the machine throughout its service life,
the operating companies of these facilities will be impacted. The impact will be technical, operational,
logistical, and economic. A small-scale generation plant located in Amaime River in Colombia, is one such
case, where severe wear occurs in the turbine components, with a consequent reduction of efficiency. In
this study, the analysis of the erosion damage has been expanded and supplemented by computational
fluid dynamics (CFD). From this approach, correlations between the wear rate and power output were
obtained. Likewise and in conjunction with the computer estimates, a methodology to analyse the costs
associated with wear based on historical data of operation was developed, creating a strategy of oper-
ation based on a stopping criterion that depends primarily on sediment concentration, turbinated flow,
and wear level. The methodology optimizes the use of generators, which takes into consideration the
revenue generation and the costs associated with operation and maintenance of pieces under conditions
of intrinsic erosion wear in the facility.
© 2016 Elsevier Ltd. All rights reserved.1. Introduction
Controlling wear is a major challenge when designing and
operating a hydraulic turbine under severe sediment conditions
and operating in potential cavitation regimes, which is the case of
many small run-of-the-river plant generators in the South Amer-
ican Andes [1,4] and the Himalayas [2,3]. A particular case is the
Amaime hydroelectric plant in southwestern Colombia [4].
The water used by this plant has been repeatedly affected by
high concentrations of sediment as a result of deforestation, min-
ing, and flash flooding. The intake of the plant has a desander, that
is unable to remove particles smaller than 150 mm, which, as re-
ported in Ref. [2], may be the primary cause of damage; this has
been verified in a parallel work reported by the authors in Ref.[4],
where severe wear corresponding to hard particle erosion was
found, causing premature efficiency loss and machine repairs that.co (S.A. Rodríguez).incur significant economic losses to the operating company.
With the aim to evaluate the hard particle erosion in hydraulic
components of reaction turbines, several authors have performed
simulations of computational fluid dynamics (CFD) to characterize
the wear phenomenon. Eltvik et al. [5] performed a simplified CFD
analysis of a Francis turbine in a hydraulic generation plant in Peru,
where it was found that wear significantly depends on the oper-
ating conditions of the turbine, fluid velocity, and the size and
shape of the particles. Thapa et al. [6] used CFD analysis to evaluate
optimum blade profiles of a Francis runner derived from optimi-
zation results from a custom-made code at both efficiency and
performance against erosion. They showed that optimized geom-
etries of the runner reduced the rate of wear at the point of
maximum efficiency by 39.5% but at the cost of a reduction in ef-
ficiency from 95% to 90%.
Moreover, on the topic of wear influence on economics, the first
study on the economic impact of tribology estimated that economic
losses in England (1966) were 515 million British pounds, which
corresponds to 0.5% of the gross domestic product (GDP) [7,8].
Later, these data were corrected [7], where it was concluded that
Fig. 1. Mesh convergence simplified model.
L.A. Teran et al. / Energy 113 (2016) 1188e1201 1189the losses actually correspond to 1.5% of the GDP in England in
1966. Subsequently, a similar exercise was conducted in the USA,
which concluded that wear losses reached 180 billion dollars in
1984 (6% of the GDP) [9]. The cost reduction that could be achieved
by implementing the existing industry knowledge in tribology and
materials science has been estimated at 20% [10]. Although, other
authors have also conducted similar studies, and a detailed sum-
mary can be found in Ref. [11], more recent works in this area are
not available in literature.
In the context of hydraulic turbines, Pradhan [12] developed a
trading strategy that reduces the operating and maintenance costs
of a turbine; this strategy uses historical operating data and keeps
track of the efficiency and concentration of the river. Additionally,
Castro [13] developed criteria for extended range operations, which
are outside the operating limits recommended by the turbine
manufacturer, such that the maximum economic benefit is ach-
ieved by taking into account variables such as operating income,
future price of water reservoirs, machine start-up, wear costs as
well as the consequent loss of efficiency by estimating the cost at
these points of operation using the method of nonlinear pro-
gramming optimization.
Some works have shown that the most important costs in the
power generation are caused bywear of mechanical equipment and
the corresponding increase in maintenance cost of the turbines
[14e16]. On the other hand, there is not a common practice of how
to calculate these costs. Most of the companies have some estimate
of the costs, but these were seldom based on large investigations
[15]. However, electrical companies and turbine operators are in
agreement that these losses should be quantified.
This work combines both computational strategies and oper-
ating data analysis to determine the wear behaviour of a Francis
turbine with a focus on developing operation strategies that can
produce the maximum benefit from the generating plant subjected
to technical and economic restrictions imposed on operating the
plant due to erosive wear, which considers the wear and associated
costs, such as maintenance costs, stop costs, and costs associated
with a loss in equipment efficiency. This approach based on an
economic and technical approach has not been reported in the
literature yet and could be replicated in other facilities for the
benefit and profit of the operator company.
2. Materials and methods
2.1. Obtaining the experimental process variables
Experimental data regarding the turbine flow, power generated,
water level in the forebay tank and outlet flume, penstock pressure,
and draft tube pressure were acquired by a data acquisition system
of the plant at a rate of one sample per second. Torque was also
measured at the turbine shaft by mounting strain gauges config-
ured in a full Wheatstone bridge; these data were acquired wire-
lessly using TorqueTrak 10 K telemetry equipment from the
manufacturer Binsfeld that captures signals of deformation and
converts them into voltages between 0 and 10 V. In addition, the
historical sediment concentration was measured every two hours
using the Imhoff cone method.
2.2. Numerical simulation of the turbine
CFD simulations were performed in a steady-state, incom-
pressible and turbulent flow, with Multiple Reference Frame
approach for rotor-stator interaction (Frozen Rotor Model). Simu-
lations were developed with the aim to: i) determine the charac-
teristic performance curve of the turbine, ii) identify areas prone to
cavitation and hard particle erosion wear at typical operatingconditions, iii) numerically estimate the erosive wear rate on the
turbine, and iv) visualize flow behaviour in the turbine and extract
valuable information that cannot be measured directly via experi-
mentation. In this process, simplified geometric simulations that
allow to analyse the wear efficiently and match them with simu-
lations of the complete geometry were developed. The simulation
platformwas CFX (ANSYS Inc), which is awidely used and validated
platform for turbomachinery analysis [6,17,18]. The Francis turbine
simulations were based on the methodology used in Ref. [19].2.2.1. Pre-processing
The simulation geometry was rebuilt from the manufacturing
drawings, on-site measurements, and 3D scanning, particularly for
critical hydrodynamic parts, such as the runner blades. Complete
model simulations of the turbine as well as a simplified version
were developed.
The discretization and meshing resulted in a highly structured
nonconformal mesh, which was developed by the blocks meth-
odology of ICEM-CFD (ANSYS Inc). Domain couplings were per-
formed using the algorithm GGI (general grid interface). The
resulting mesh density was defined in a prior grid independence
study according to the methodology used in Ref. [17]. This
analysis was based on independent integral variables, such as
power, mechanical efficiency, hydraulic head and wear rate. The
mesh used for the analysis of this paper reports deviations of
approximately 2% against finner mesh for both simulations of the
complete turbine and its simplified equivalent. Fig. 1 shows a plot
of the mesh convergence that was achieved in a mesh with 4.5
million nodes for the simplified model.
According to [17] and particularly for studying wear rate, there
are differences between grid independence in a model that ana-
lyses only flow variables and the case of erosion, where the
dispersed phase (sediments) interacts with the solid surface of the
turbines (fluid-structure interaction); as a result of such interaction,
the erosion rate is estimated by prediction models, such as either
the Finnie model or the Tabakoff and Grant model [20]. Therefore,
according to the methodology described in Ref. [17] and according
to the recommendations given in Ref. [20], a special validation of
the mesh was performed to obtain reliable wear values, which
depend on the number of embedded particles in the fluid, that in
this case was defined in 400.000 particles after a convergence
analysis, and the mesh refinement in the areas of interest. The final
mesh has an average value yþ of 102.3 for the areas of interest, such
as the runner and guide vanes, and remained essentially constant
Table 1
Definition of simulation and the models used.
Complete Model Simplified Model
Simulation Type Stationary
Stator rotor coupling Frozen rotor [20]
Number of elements 3.799.850 6.883.573
Number of particles 400.000
Turbulence model Shear Stress Transport [21]
Wall functions Low-Re Wall formulation
(automatic near wall treatment)
Average yþ 102.3
Convergence criterion RMS 104
Erosion model Tabakoff and Grant [20]
L.A. Teran et al. / Energy 113 (2016) 1188e12011190for the entire set of simulations developed for this work as describe
in Table 1. Fig. 2 shows a sample of the type of mesh used in the
complete turbine and simplified turbine simulations. In the
simplified model, a section of the turbine was analysed, this model
included the guide vanes, runner, and the labyrinth seals, which are
the turbine areas where the erosion phenomena are severe and
need to be analysed. Simplified domain size corresponds to the best
ratio between the number of guide vanes and the number of runner
blades.
The boundary conditions were obtained from experimental
tests on the turbine without wear (1176 h of operation after full
reconstruction of the geometry). The applied conditions are pre-
sented in Table 2. In the case of the simplified model, the boundary
conditions correspond to the result of the velocity profile at the
inlet of the guide vanes and the pressure distribution at the outlet
of the runner obtained from the complete turbine simulation.
ANSYS CFX-Solver [3,5,18e20], which is based on finite volume
discretization, was used to obtain the solution of the flow.2.2.2. Erosive wear simulation
The erosion simulation was developed in a simplified domainFig. 2. (a) Mesh of the model of the complete tu
Table 2
Turbine boundary conditions for each point of the simulated operation.






10,4 5842.42 49,669due to computing resource issues. Validation of the results were
conducted by comparing the erosion results in the simplified
domain against the full simulation of the turbine for a characteristic
flow configuration at the point of maximum efficiency and at par-
tial load of 3 MW, maintaining invariant density mesh conditions.
The model used to simulate erosion is based on a phase
dispersed of solid particles (sediment) that is immersed in a
continuous phase (water); its evolution is Lagrangian. The
dispersed phase is one way and fully coupled to the fluid according
to [22]. The erosion model used in this work was developed by


















1:0 if g  2g0
0:0 if g>2g0
(5)
where E is the dimensionless mass obtained from the relationship
between the mass loss due to erosion and particle mass, VP is the
impact velocity of the particle, g is the angle of impact, g0 is the
angle of maximum erosion, and k1, k12, k3, and k4, are model con-
stants dependent on the particle properties (hardness, shape) and
the surface material. The values of the constants define the refer-
ence speeds V1, V2, and V3:rbine and (b) mesh of the simplified model.
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4
p V3 ¼ 1k4 (6)
The erosion rate of an arbitrary surface is calculated by:
Er¼ E  _NmP (7)
where Er is the rate of erosion due to a particle, E is the dimen-
sionless mass loss, mp is the average particle mass, and _N is the rate
of the number of particles, which refers to how the discretization of
the particles immersed in the fluid is performed, therefore _N is a
representative value of the concentration of particles or deposits in
the medium [22].
Thus, the overall rate of erosion of the surface is given by the
contribution to erosion generated by all particles. Likewise, locally,
the erosion rate density that represents the wear distribution per
unit area can be reconstructed [20].
Finally, the pattern of erosion of Grant and Tabakoff given by
CFX is modified for the characteristic sediment of the Amaime
installation and its interaction with the steel of the turbine. The
interaction type is sand [4], and 13Cr-4Ni steel which is consid-
ered equivalent to ASTM A743 CA6NM steel. Using the experi-
mental data reported in Ref. [24], the model of Eqs. (1)e(5) was
adjusted by least squares. The constants are shown in Table 3. The
resulting adjustment curve is shown in Fig. 3 and compared with
experimental data from Romo [24] and Shivamurthy [25] for
sand-CA6NM interaction. Additionally, we present the curve that
is obtained using the constants for AISI 304 steel reported by Ref.
[20], which has been used in the analysis of erosive wear due to its
wide use in industrial applications [26]. As shown, the settings
used in this work are practically bounded between the data given
by these authors for this particular interaction, whereas for AISIFig. 3. Normalized erosion304 steel, the data fall outside the range of wear rates corre-
sponding to CA6NM steel. The use of constants corresponding to
AISI 304 not only leads to unreliable estimates of the wear rate but
also increases the uncertainty regarding the improvement in
erosion geometry changes based on simulations with these con-
stants, where it can be seen that the critical angles and relative
wear rate also differs between angles.
3. Results
3.1. Operation histograms by generated power
According to operational data recorded in the Amaime plant for
the two generation groups in the period fromMay 2013 to October
2014 and taking into account the outages for preventive and
corrective maintenance, the operating frequency for the generated
power is shown in Fig. 4, where the power of the maximum fre-
quency was the maximum power generation, i.e., 10 MW (design
point); this corresponds to the rainy season, in which the river
provides more water than the maximum turbinable flow.
The greatest difference in the frequency distribution for the two
groups is that group 1 was stopped for repairs from April 2013 to
August 2014; however, the two groups operated simultaneously for
three-month in the review period.
This chart identifies two higher operating frequency points
(3 MW and 10 MW), which will be important later for continuing
multi-parameter optimization, i.e., it is required to improve the
turbine operating conditions at these two points to effectively
reduce wear rates.
3.2. Numerical simulation of the turbine
The simulation results and their comparison with the experi-
mental data are presented in Table 4; the efficiency curves and
numerical and experimental powers reconstructed for the turbine
without wear condition are shown in Fig. 5.
As shown, the simulations are consistent with the experimental
results with low error primarily near to the turbine design point
(maximum efficiency). The greatest differences are for low flow,
which are caused by transient phenomena, such as vortex rope in
the discharge tube [19] due to dynamic flow behaviour, and also
due to the mesh resolution to predict flow patterns in areas with
high pressure gradients, which occurs in the case of the flowrate vs. impact angle.
Fig. 4. Distribution of the operating frequency vs. the generated power from May 2013 to October 2014.
Table 4
Experimental and numerical results for the turbine simulations for unworn conditions.
Flow (m3/s) Actual turbine mechanical power (MW) Simulated turbine mechanical power (MW) Error (%) Actual net height (m) Simulated net height (m) Error (%)
5.86 10.44 10.33 1.06% 198.30 200.37 1.04%
5.64 10.05 10.06 0.10% 198.73 201.37 1.33%
5.1 9.06 9.09 0.39% 200.06 202.78 1.36%
4.05 7.06 6.97 1.36% 202.16 202.11 0.02%
3.04 5.08 5.05 0.57% 203.70 204.72 0.50%
2.05 3.15 3.02 4.23% 204.94 203.84 0.54%
Fig. 5. Comparison of experimental and numerical power and efficiency.
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designed range. Indeed, according to the experimental data, the
point of maximum efficiency is 10.4 MW at 91.6% efficiency; this
value is the maximum rated turbine operation when the flow is
available; however, the turbine can reach up to 11 MW.
Fig. 6 shows representative flow patterns in the turbine,
particularly the streamlines around the runner blades in the case of
operation at the (a) optimal point and for the (b) partial load. In the
case of partial load, large recirculation zones with high curvature inthe streamlines are observed. This behaviour is due to the flow
separation (boundary layer) in the vicinity of the surface of the
runner blades, which is primarily caused by large adverse pressure
gradients experienced by local flows as a result of a high angle of
attack of the flow current on the blades [27]. This hydrodynamic
effect explains the reduced efficiency, which is also evidenced in
the experimental data. It should also be noted, at the point of
maximum efficiency, there is recirculation, but it is less drastic,
which means that efficiency, at least at the point of maximum ef-
ficiency, can likely be improved.
Moreover, Fig. 7 shows, starting from an iso-surface in a 100-kPa
pressure field, the flow behaviour at the exit of the runner (inlet in
draft tube) for both the (a) optimal operating point and the (b)
partial-load. As seen in the case of the partial load, the existence of
the vortex rope is clear in the operating regime, whereas at the
point of maximum efficiency, there is no appreciable presence of
this phenomenon.
Regarding the wear results, Fig. 8 shows the density erosion rate
on the surfaces of the anti-wear rings analysed in a previous study
by the authors [28], which indicates the distribution and wear
trend on such surfaces. High wear regions predicted by CFD match
areas where the greatest wear occurred in the actual areas. The
position of the guide vane marked by wear on the ring corresponds
to a power output of 10 MW, which is the optimum operating point
and the highest frequency of operation according to Fig. 4. As is also
shown in Fig. 9, we can observe the range of the angles of attack of
the particles on the surface in these areas, where impact angles are
considered grazing angles, including values of 38; these angles
Fig. 6. Streamlines around the guide vanes and the runner: (a) optimal operating points (10.44 MWof power, efficiency of 91.6%) and (b) partial-load operation (5.08 MWof power,
efficiency of 83.5%).
Fig. 7. Pressure in the draft tube (a) optimal operating point (b) partial load.
Fig. 8. Qualitative comparison of (a) actual erosive wear and (b) simulated wear in the turbine of the Amaime plant taken from Ref. [28].
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presented in Fig. 3.
Furthermore, using LES (large eddy simulation) in the vicinity of
the guide vane, a recirculation zonewas identified at approximately75% of the length of the vane, as shown in Fig. 10. The simulation
was developed locally using velocity field results from a simulation
of the full turbine at the point of maximum efficiency as the
boundary condition.
Fig. 9. Angles of attack of the particles on the wear rings calculated by CFD at 10 MW of power.
Fig. 10. Small recirculation due to separation of the boundary layer corresponding to the simplified simulation compared with orange peel-type wear in an actual blade.
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tachment of the boundary layer around the blade, is responsible for
the orange peel-type wear pattern [1] and has been identified and
confirmed experimentally in worn surfaces in parallel work [4].
Importantly, this pattern could not be observed in the simulation of
the complete turbine due to the high cost of the calculation
involving an LES simulation and the size of the necessary
discretization.
Additionally, as a result of the initial simulation, wewere able to
identify the wear on the runner caused by recirculation when
operating at partial load, which is shown in Fig. 11, where the ve-
locity vectors and the joining area between the band and the blade
that presented wear were identified; according to Neopane [1], thisis an area susceptible to wear when operating at partial load. It is
noted that in this area, the flow changes direction, which gives
results in a wide range of angles of attack of the particles that are
critical because they accelerate the erosive wear.
Finally, an analysis of the cavitation phenomenon indicates that
in both partial load and full load there are zones prone to the
occurrence of cavitation (identified in Fig. 12 as iso-surfaces
calculated at saturation pressure at 25 C), which appear only on
the trailing edge of the runner blade, whereby generated cavity
bubbles are moved downstream and are unable to collapse near
surfaces; thus, cavitation erosion does not occur. This behaviour is
consistent with the observations of the runner surfaces because no
traces of cavitation erosion were found [4].
Fig. 11. Velocity vectors and erosive wear areas calculated by CFD at 5 MW of power.
Fig. 12. Verification of cavitation in the turbine, (a) optimum and (b) partial load of 3 MW.
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Through the CFD simulation, characteristic wear curves for the
runner and the anti-wear plates - guide vanes assembly were
determined, which are presented in Fig. 13. The numerical wear
rate was characterized in terms of the power generation and hard
particle concentration in the water.
The behaviour obtained for the wear rate as a function of the
generated power can be explained by observing the flow variables
around the runner. As the generated power decreases, there is an
increase in the wear rate at any concentration with a maximum
value of 3 MW in the case of a concentration of 10 ml/l. The
decrease of wear rate at 2 MWof power for this same concentration
is due to the reduced flow velocity caused by the closure percentage
of the guide vanes.
Moreover, when the generated power approaches the optimum
turbine design point, the wear rate decreases to a minimum value
for an established concentration. If the power continues to increase
until the maximum generating capacity, once again, an increase in
wear rate is observed, which is consistent with removing the tur-
bine from its point of maximum efficiency.
The wear behaviour of the turbine can be explained by
reviewing the fluid velocity field and its streamlines. As shown inFig. 6 (a), at the optimal design point, the most uniform flow area
with low recirculation at the runner inlet causes the sand particles
dispersed in the fluid stream to not impact the surface of the blades
directly for both the suction side or the pressure side, and therefore,
the rate of erosion is low (Fig. 14(a)).
In contrast, at partial load, there are large areas of recirculation
at the runner inlet, as shown in Fig. 6, which implies a greater
interaction between the sand particles and the surface of the rotor
blade in the area near the entrance and middle part of the blade
area; therefore, generally, a higher erosion rate and erosion con-
centration in this region occurs, which is confirmed in Fig. 14(b).
Given this behaviour, it is possible to operate the plant according to
the available flow rate and the measured concentration to obtain
the minimum overall wear rate.
3.4. Operation of the facility depending on the wear of the
generator groups
Using the results and wear characteristics curves developed
numerically for the installation in question, it follows that when-
ever there is flow available to generate at the design point, even
when using a single group, it is desirable to operate in such away as
to minimize wear on the machine.
Fig. 13. Wear rate vs. generated power at different concentrations of hard particles in the (a) runner and (b) anti-wear plateeguide vane assembly.
Fig. 14. Erosion at the runner blades and pressure side at the (a) optimum and (b) partial load.
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exceeded 6 m3/s, which is the required value to generate at that
point, and the flow will split between the two generating units
(turbines) of equal capacity available in Amaime. Therefore, a de-
cision criterion is required that determines which flow to use in the
turbines for each group tominimize the cost of generation, which is
implicitly associatedwith the cost of maintenance and repair due to
erosive wear of the machine. Analysis of the wear rate as a function
of the power generated, based on the simulations, helps generate
operation recommendations for the different scenarios that may
arise, i.e., according to the available flow and sand concentration in
the water to generate operational strategies that minimize wear
generated in turbines of the plant.
Fig. 15 shows the overall wear rate, which is the sum of the wear
in the generating groups as a function of the turbinated flow in
group one whenwater contains 10 ml/l of sediment; this behaviour
is maintained for all concentrations evaluated.
These data support the conclusion that for the lowest total wear,
the flow must be allocated by taking into account the following
criteria: For low flow rates (less than 6.34 m3/s of the available
total), one must run the plant with only one turbine by making full
use of flow available to the other turbine not in operation. For flowsbetween 6.34 m3/s and 10.34 m3/s, the available flow is to be
divided equally between the turbines. Finally, for a flow rate greater
than 10.34 m3/s, flow must be supplied to a turbine that corre-
sponds to the optimum operating point (5.86 m3/s), and the
remaining flow supply is sent to the other turbine.
So far, the operation criterion only takes into account technical
factors of availability and operating conditions, but it is necessary to
make a study of the economic factors involving the efficiency losses
due to the cumulative wear, the repair costs due towear, the selling
price of energy, among others. Additionally, it is necessary to
identify how sensitive are the costs to the variation of any of these
factors.3.5. Wear cost analysis
The following costs are associated with wear: i) costs of
repairing turbine components, ii) cost of efficiency loss due towear,
iii) costs associated with the generation loss due to the absence of
groups during repair, and iv) administrative costs.
Data on lost efficiency (DE) presented in Fig. 16 were obtained
for each generation time using the following relationship:
Fig. 15. Total erosion rate according to the turbined flow in generation group 1 (G1) for different total available flow at a concentration of 10 ml/l.
Fig. 16. Daily efficiency loss between 2011 and 2014.
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where Pr is the actual generated power, and Pt is the power that
would be generated with the turbine without wear.
Fig. 16 shows how the loss in efficiency increased over time until
the year 2012 and the beginning of 2013. In particular, 2012 was a
critical year in which there was an accelerated loss of efficiency in
contrast to the first year of operation (plant began operation on
January 1, 2011), where efficiency remained approximately con-
stant, and losses were at levels near or below 10%.
Between 2011 and 2012, Colombia was affected by La Ni~na
phenomenon, which produced the greatest raining period in the
history of this country. This event can be related to accelerated
wear on the turbines because as shown in Fig. 16, the accelerated
loss of efficiency began in late 2011 and continued throughout
2012.
The recovery of the efficiency shown in Fig. 16 is due to the
repair of generation group number 1 that occurred on October 16,
2012 (first dotted line) and returned on April 10, 2013. For gener-
ation group number 2, the overhaul began April 10, 2013 (seconddotted line), i.e., April 10, 2013 begins a new cycle of operation of
one repaired machine and therefore, a new cycle of wear.
In the last half of 2013 to July of 2014, the loss of efficiency is
maintained at levels near or below 10%. On May 10th of 2013 a
control system was implemented to stop the plant's operation
whenever the sediment concentration exceeded a critical value of
2 ml of sediment per litre of water, which was measured using the
sedimentation method with an Imhoff cone.
While Fig. 16 is not a typical curve of wear, it can be correlated
with a curve of this type considering that there are three stages in
the wear process: i) running-in or settling period where the rate of
settlement wear is high; ii) period of stable or stationary wear
where the wear rate is approximately constant; and iii) run-out or
accelerated wear period, where severe accelerated wear and the
wear rate increase. Therefore, from Fig.16, one canmake an analogy
between the data loss efficiency found for the years 2011 and 2012
and the behaviour of a typical curve wear in a tribo-system with
approximately equivalent trends. In fact, the rapid loss of efficiency
suffered by the turbines is because the turbine components
reached a period of severe wear; currently, it is recommended to
perform extensive repair when the turbine exits the stable period.
Fig. 17. Efficiency of the EPSA e Amaime generation groups.
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wear has on the efficiency of generating groups, in Fig. 17, the
evolution of efficiency curves is shown as a function of power over
two years of operation. The fall of efficiency is evident both at the
point of maximum efficiency and at partial load, where the effect is
more pronounced.
The cost associated with the loss of efficiency was calculated
from the difference between the actual power output hour by hour,
and the power that could have been generated with the turbine in
the initial operating efficiency.
The cost due to the absence of the second machine for repairs
was calculated using the power that would be generated with the
available turbine flow that was not used due to the absence of the
second machine. This cost exists as long as the river flow is above
the maximum usable by one machine; due to the absence of the
second machine, the surplus was not captured. Historically, the
Amaime facility has a plant factor of 0.58 (ratio between the his-
torical average river flow and the maximum flow available for a
turbine with two generating units, i.e., 12 m3/s). As shown in Fig. 18,
it can be understood that in many instances, the plant factor was
well above the historical value, which explains that when a ma-
chine is down due to wear, money is lost by failing to takeFig. 18. Plant factor hourehour 2013 and 2014 compared with the Aadvantage of the flow peaks that are above average, which explains
the money loss when operating with a single turbine.
Given the wear-associated costs mentioned above, Table 5
shows the consolidation of these costs between 2011 and 2014,
which considers the start of operation of the two generating units
to date when they returned again to operate together (July 11,
2014), due to that, it was not possible to record hour by hour of the
sale value, hence, different average sale energy values were used in
the cost estimation, as shown in Table 5.
The total cost in Table 5 is due to wear that occurred during the
years of analysis, and therefore, the mass loss of the turbines is the
primary cause of these costs; the wear rate data that were used for
the erosion analysis are presented in Section 3.3, which was used to
estimate total mass loss in the period evaluated. The model esti-
mates the loss of mass in grams per hour depending on the con-
centration and generated power (operating point).
The total mass loss estimated for the runner is 53 kg and 11 kg
for rest of elements and the average cost of each gram is worth
101.051 COP (33.68 USD) for sale value 120 COP/kW-h. Fig.19 shows
the money lost by wear in accordance with the flow rate and the
sediment concentration in the water, which results from the
product between the average cost of the mass loss in grams permaime plant factor corresponding to the average historical flow.
Table 5
Cost associated with the wear of turbines (Exchange rate 3000 COP/USD).
Description Wear cost for sale value
120 COP/kW-h
Wear cost for sale value
200 COP/kW-h
Wear cost for sale value
500 COP/kW-h
Wear cost for sale value
800 COP/kW-h
















Equipment repair cost 1,107,048,000 COP (369,016 USD)









Fig. 19. Plots of wear costs per hour as a function of the flow rate and concentration for sale value 120 COP/kW-h (stop criteria).
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tationally and presented in Fig. 13.
Thus, the plots in Fig. 19 represent the money lost per hour
when the turbines operate at a certain flow rate (operating point)
and a given sediment concentration. Additionally, the dotted lines
show the money the plant bills for sale value 120 COP/kW-h with
the original efficiency and efficiency after two years.
From above, Fig. 19 can be used to establish a stopping criterion
based on technical and economic factors in the operation groups.
The area will be profitable when the operating point (flow rate-
sediment concentration) of the group is below the area bounded
by the selling profit of generation. Otherwise, it is recommended to
stop generation. As it is clear, from the data in Fig. 19, the stop
criteria depends on the current efficiency of the machine.
On the other hand, the curve corresponding to the concentra-
tion of a 2 ml/l suggests that it is not always economically feasible
to stop operationwhen the river is in this condition. Even operating
with concentrations of 10 ml/l can be profitable as long as the
turbine operates at a flow rate higher than 3 m3/s for the sale value
of 120 COP/kW-hwith original efficiency or at flow rate higher than
3.25 m3/s with the efficiency of the severely worn machine. In fact,
using the current stop criterion (stop when the concentration ex-
ceeds 2 ml/l), operation halted for 472 h between 14 May 2013 and
29 October 2014. In these 472 h, the billing stopped in approxi-
mately 569,281,343 COP (189,760 USD), and the cost that was
avoided by wear reached 33,271,270 COP (11,090 USD), i.e., at that
time, a total of 536,010,073 COP (178,670 USD) was lost. Thus, for
the specific case of the concentration of 2 ml/l, if the provided flow
(around 1 m3/s) is able to generate over 2 MW, it is profitable to
operate at this concentration when the machine is not worn
(original efficiency).These analyses have been conducted considering an only one
sale value of kW-h, however this value can change. A cost sensi-
tivity analysis could be performed by considering that the sale
value of electric generation is very changing and depend on the
market [30e32], for instance in Fig. 20 is shown different curves for
the money lost by wear and linear lines for money bills at different
sale values obtained for the original efficiency and a concentration
of 5 ml/l.
The vertical line was plotted to identify the interception be-
tween selling price of generation and money lost by wear. Ac-
cording with this result the value of flow rate where interception
occurs is little affected by selling price of kW-h and doing this ex-
ercise for all concentrations, the results follow the same behaviour.
In Fig. 21 is summarized the minimum flow rate of operation at
different concentrations to ensure that the generation produces
more money than the money lost by wear.
With loss of efficiency, the minimum flow rate to operate in-
crease because the power generation decreases with the same flow
rate, therefore, is necessary to increase the flow rate to ensure the
operability condition; the situation expressed here is presented in
Fig. 21, where can be seen that the minimum flow rate of operation
is always higher in the condition of the severelywornmachine than
the condition without wear, this is with the original efficiency. It is
remarkable to establish that the minimum flow rate of operation is
slightly affected or slightly sensitive to change of cost of kW-h and
depend principally on efficiency of the turbines as shown in Fig. 21.
4. Conclusions
A complete analysis based on computation fluid dynamics and
real costs of wear were widely investigated for a small-scale
Fig. 20. Plots of wear costs per hour as a function of the flow rate and different sale values of kW-h (stop criteria) for 5 ml/l.
Fig. 21. Minimum flow rate of operation for different concentration at two different efficiencies.
L.A. Teran et al. / Energy 113 (2016) 1188e12011200generation plant with two generation groups of 10 MW each. The
described methodology can be implemented in different power
producing companies.
The present work led to the following conclusions:
 A relationship between wear rate and operating power of the
turbine at different concentrations of sediment for critical tur-
bine components that are exposed to erosion was found. A
tendency for low wear at the design specifications for the tur-
bine design and high wear at low powers or beyond design
specifications is presented. Based on these findings, a new flow
distribution methodology for the operation of turbines was
established to minimize wear and take full advantage of water
resources.
 Loss of power was used as the monitoring variable, which
correlated with the level of machine wear; this one registered a
mean loss of efficiency around 35% in two years. The change in
the rate of efficiency loss defines the run-out of the equipment
and hence this situation should be avoided.
 A strategy of operation and shutdown was designed, which
takes into account the available flow, sediment concentration,and wear level. The implementation of this strategy allows the
plant to operate more profitably because it weighs the costs of
operation, maintenance, and repair due to wear with potential
profits. It was well established that the minimum flow rate of
operation is not sensitive to change of cost of kW-h and depend
principally on sediment concentration and less of efficiency of
the turbines.
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Computational fluid dynamics (CFD) is a useful tool to predict the erosion behaviour over geometries
exposed to conditions of severe erosion wear. This work shows how CFD can be used to virtually char-
acterize the wear behaviour of materials used in several hydraulic components, including turbo-
machinery systems, in which it is important to consider the effect of particle size. In addition, this work
develops a methodology for determination and validation of the constants involved in the well-known
Tabakoff-Grant model for erosion prediction using the erosion wear obtained via erosion testing in a jet
tribometer reported in the literature as a reference. From the experimental data, an optimization algo-
rithm was performed to determine the optimal values of Tabakoff-Grant model constants for ASTM A743
grade CA6NM martensitic stainless steel. The simulated erosion rate agrees with the experimental data
for the material analysed in jet erosion simulations with impact angles ranging from 15° to 90°. The
change of the angle of maximum erosion rate for small particles, which has been reported in the lit-
erature via experimentation, was explained satisfactorily. The results showed that the erosion rate with
smaller particles is affected by fluid flow, since small particles tend to follow the flow streamlines, while
larger particles move according to the conditions imposed by the jet at its outlet. The effective im-
pingement angle against the surface for small particles is lower than the impingement angle for large
particles; therefore, the angle of maximum erosion rate, measured between the jet and the sample's
surface, for small particles increases.
& 2017 Elsevier B.V. All rights reserved.1. Introduction
Erosive wear due to sand particles is one of the most important
problems that must be taken into account at the design stage for
hydraulic turbines, particularly for run-of-the-river facilities. Wear
conditions are influenced by the river's water conditions and local
hydrological conditions during the operation period. This is the
case for several plants located at Los Andes and the Himalayas
that, have been affected by erosive wear via sand particles [1–5]
with severe damage to the machines’ components, causing pre-
mature loss of efficiency and increasing corrective maintenance
and subsequent economic losses.
During the past decades, computational fluid dynamics (CFD)
has become an important tool to design hydraulic machinery un-
der several operational conditions, including sand wear erosion.
One of the well-known models for erosion behaviour in ductile.
materials due to hard particles is the Tabakoff-Grant model [6].
However, literature regarding the erosion model's constants that
define the interaction between different hard particles and ma-
terials is limited. To obtain this information, it is necessary, but not
sufficient, to perform experimental tests in which variables such as
concentration, particle velocity, impingement angle, particle size
and particle shape can be related to the material's erosion rate.
Next, this information must be processed and the constants of the
model obtained for implementation within the CFD software.
In general, erosion caused by hard particles exhibits a different
behaviour in ductile and brittle materials. In the case of ductile
materials, the ductility of the surface allows the absorption of the
particle energy when it impinges the surface at near normal an-
gles; however, when the particle hits the surface with lower an-
gles, the surface tends to lose material by cutting. According to
Hutchings [7], in ductile materials, the angles that exhibit major
losses of material are in a range of 15–30°, while in brittle mate-
rials, the angle for maximum mass loss is 90°.
Experimental results obtained by Romo et al. [8] include a
comparison of the slurry erosion resistance of a Stellite 6 coating
and 13Cr-4Ni stainless steel. They performed tests of slurry erosion
R.D. Aponte et al. / Wear 374-375 (2017) 97–10398at several impact angles defined between the sample and the jet,
obtaining the characteristic curves for erosion interactions be-
tween sand and the tested materials. Using a particle size of
300 μm, they observed a behaviour in accordance with the general
statement explained previously, with an angle for maximum ero-
sion of approximately 45° for both materials. Shivamurthy et al. [9]
evaluated the resistance to slurry erosion of Stellite 6 relative to
the base material 13Cr-4Ni stainless steel at particle sizes of
100 μm and 375 μm and several impact angles between the
sample and the jet. Their analysis showed that for largest particles,
the 13Cr-4Ni Stainless steel exhibits a similar behaviour as that
found by Romo, while the Stellite 6 coating undergoes maximum
erosion rate at an angle of 60°. For the smallest particles, the
Stellite 6 coating maximum erosion angle is 90°, while in the 13Cr-
4Ni steel, it is 60°; however, they do not provide an explanation of
the cause of the change in this angle with the particle size. In
addition, in their analysis about wear mechanisms, they found that
for both materials, i.e., Stellite 6 coating and 13Cr-4Ni steel, there is
evidence of micro cutting, plastic deformation with chip fracture,
crater lips and plowing marks in all tested angles; generally, these
mechanisms are associated with ductile behaviour.
Although 13Cr-4Ni stainless steel is currently the most com-
mon material used in the manufacturing of hydraulic turbines and
although experimental data regarding erosion are available, the
coefficients of the erosion models have been neither obtained nor
used in CFD simulations of these machines. Eltvik et al. [10] used
CFD to investigate erosion problems in a Francis turbine con-
structed from 13Cr-4Ni steel using the Finnie and the Tabakoff-
Grant erosion models with AISI 304 stainless steel constants. They
found that the Tabakoff-Grant model provides more reliable ero-
sion predictions than Finnie's model since it uses five constants
that relate the erosion to the particles and the surface properties;
in contrast, Finnie's model employs only two constants. The ob-
tained results were qualitatively verified by inspecting a worn
Francis turbine at Cahua power plant in Peru.
Others authors, such as Mansouri et al. [11] combined CFD re-
sults with experimental data obtained from a normal impinging
jet test submerged in water using slurry with sand particles on
AISI 316 stainless steel specimens to develop an equation that al-
lows for erosion prediction. They used CFD simulations with low
Stokes number (in this condition the particles tend to follow the
streamlines of the fluid) to characterize the particle impact velo-
city, impingement angle on the surface, which is affected by the
fluid flow, and frequency at specific locations on the specimen. The
obtained data were correlated with the measured erosion depth of
the specimen subjected to the impingement jet tests to obtain the
correlation.
In this work, CFD analysis is performed to predict erosion by
hard particles of CA6NM stainless steel, which is equivalent to
13Cr-4Ni stainless steel. To achieve this goal, experimental results
reported in the literature were used to determine the coefficients
for the Tabakoff-Grant erosion model [6]. The methodology used
in determining the coefficients is explained with the aim of
helping with the model's use for other materials using experi-
mental data. The coefficients are validated and used to perform a
computational study of the particle size effect of the erosion be-
haviour of CA6NM stainless steel.2. Materials and methods
2.1. Erosion model
The effect of particles on the wear of a ductile material surface
is modelled via CFD coupled with the erosion model developed by
Tabakoff and Grant [6,12]. The model consists of a solid dispersedphase (particles) immersed, transported and diffused in a con-
tinuous incompressible fluid (water) phase, and evolved in a La-
grangian way. Simulations can be performed using either one-way
or two-way coupling. In one-way coupling, the effect of the par-
ticles on the fluid is ignored. In two-way coupling, the effect of
particles on the fluid is modelled with momentum source terms in
the Navier Stokes equations [13]. The dimensionless erosion rate E
is determined from the Tabakoff-Grant model:
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where the dimensionless variable E corresponds to the ratio of the
mass loss due to erosion to the particle's mass, Vp is the impact
velocity of the particle, γ is the angle of impact, γ0 is the angle of
maximum erosion, RT is the tangential restitution ratio and k1, k12,
k3, and k4, are constants that depend on the particle properties
(e.g., hardness, shape) and the surface material. The constants



















The constants are obtained through an adjustment of the ex-
perimental data (Section 3.1). The erosion rate of an arbitrary
surface is calculated as follows:
= * ̇* ( )E E N m 7r p
where Er is the erosion rate due to a particle, mp is the average of
one particle mass, and Ṅ is the particle number rate, which is a
representative value of the particle concentration in the medium
[13]. The shape factor is an indication of the roundness of the
particle: a particle with a shape factor value of 1.0 is spherical,
while a particle with a shape factor of 0.1 is an irregular particle
with sharp edges, which generally causes more damage to a sur-
face than a spherical particle. In the CFX solver, the shape factor is
related to the drag forces on the particle, while the effect of this
factor on the surface wear is related to the experimental constants
of Tabakoff-Grant model. The data are normalized with the goal of
transforming the numerical and experimental values to a suitable
scale for comparison with the erosion model. The transformed
values are defined as follows:
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where NE is the dimensionless normalized erosion, Er is the ero-
sion rate in kg/s, Vj is the average jet velocity in m/s, Ao is the
cross-sectional area of the jet's outlet, C is the sand concentration
or mass fraction and ρH O2 is the water density in kg/m
3.
Fig. 1. Fluid domain of the simulated geometry.
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The fluid domain for this study, which was adapted from [8],
corresponds to a jet erosion bench and is shown in Fig. 1. Six
impingement angles were simulated (15°, 30°, 45°, 60°, 75° and
90°).
The model was discretized using a structured mesh (Fig. 2), and
refined near the zone of the specimen surface affected by hard
particle erosion.
To reach a numerically independent result, convergence ana-
lysis of both the mesh size and the number of representative
particles was developed (Section 2.1). The monitor variable was
the erosion rate over the entire plate surface. Fig. 3a and b show
the results of the independence study with respect to the number
of particles and the number of nodes, respectively, for a re-
presentative impingement angle of 45°. In all cases, the erosion
rate difference between the last two results is less than 2%; in fact,
the difference between the smallest and the largest number of
particles is less than 2%, showing that the erosion rate variable is
not significantly affected by the particle number.
Particle characteristics are presented in Table 1. Following the
recommendation of the solver modelling guide [13], to capture the
effect of the particles in the fluid with the minimum use of CPU,
the particles were one-way and fully coupled to the continuous
phase, which is liquid water at standard conditions. In the one-
way-coupled case, 100,000 representative particles were estab-
lished to calculate the erosion rate; in the fully coupled case,
12,500 particles were established to calculate the effect of particles
on the fluid. Verification between one-way and fully coupled
erosion rates showed a difference less than 0.6%; therefore, in all
simulations, only one-way-coupled results were evaluated. Parti-
cle sizes of 30 mm, 100 mm and 300 mm with a shape factor of 0.78
were simulated.
All simulations were steady-state simulations using the ω−k
shear stress transport (SST) turbulence model [14] and theFig. 2. Mesh used inTabakoff-Grant erosion model [6]. The RMS residuals for mass,
momentum and particle tracks were set at 1104 as the con-
vergence criteria. The CFD platform used was ANSYS CFXs, which
is widely used in turbomachinery and erosion simulations
[4,10,15,16].
The boundary conditions used in the model were based on the
experimental configuration reported by Romo et al. [8] and are
presented in Fig. 4. In this case, water and particles are added
through the inlet with a velocity of 25 m/s and a sand con-
centration of 0.1 wt%. The slurry jet hits the sample surface and
then leaves the domain through the surfaces defined as an open-
ing where the pressure is the standard atmospheric pressure.3. Results and discussion
3.1. Adjustment of the constants of the Tabakoff-Grant model
To adjust the experimental curve of the Tabakoff-Grant erosion
model, experimental results taken from Romo et al. [8] were
employed. They used the test parameters listed in Table 2, and
their results are based on the interaction between sand and
CA6NM stainless steel. This table also lists the parameters used in
the experiment of Shivamurthy [9] that will be used to validate the
results obtained from the adjustment process. The shape factors,
in Romo and Shivamurthy's experiments, were verified and cal-
culated from particles’ pictures that they present their manu-
scripts using the Eq. (9) [7].
= π ( )F
4 A
P 92
where A is the plain area of the particle and P is its perimeter.
With the normalized data NE from Eq. (8), a simple polynomial
fit with 10 terms and R2 of 0.998 was developed. Next a Nelder-
Mead simplex algorithm [17], embedded the in MATLABs opti-
mization library, was applied to find a first approximation of the
constants of the Tabakoff-Grant model used in the CFD simula-
tions. The algorithm minimizes an “error function” resulting from
the difference between the data obtained with the Tabakoff-Grant
model and the data obtained with the polynomial function. The
algorithm changes the constant values of the erosion model in
such a way that best fits with the polynomial curve, in the sense of
minimizing an error function. The constants obtained with this
process were used to obtain the curve via CFD simulations; how-
ever, the curve slightly deviated from the experimental results.
Therefore, to refine the values of the constants, three additional
CFD simulations for each impingement angle were performed,
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Variable Case 1 Case 2 Case 3




Minimum diameter 150 mm 38 mm 9.3 mm
Maximum diameter 425 mm 212 mm 55 mm
Mean diameter 359.9 mm 93 mm 33.2 mm
Standard deviation 84.2 mm 87 mm 12 mm
Table 2







15, 30, 45, 60, 75, 90 30, 45, 60, 90
Jet velocity (m/s) 25 12
Impinging medium H2OþSiO2 (0.1 wt. %)
submerged in water
H2OþSiO2 (1 wt%) in air
Sand flow (g/min) 18.8 205.6
Shape factor 0.7870.02 0.6270.07 0.7270.06
Particle size 300 mm 100 mm 375 mm
R.D. Aponte et al. / Wear 374-375 (2017) 97–103100or down to obtain the best fit shown in Fig. 5, where the com-
parison between the experimental and the CFD results using the
obtained constants is presented. It can be seen that the CFD data
are inside of experimental confidence interval. The final fitting
constants are presented in Table 3.
Using the obtained constants of the erosion model corre-
sponding to the interaction between sand and CA6NM stainless
steel, simulated results were obtained and are presented in Fig. 6.
In the figure, erosion patterns are shown; the shapes of the wear
marks, presented as contours of the erosion rate density obtained
through simulation, are consistent with the experimental results
obtained by Romo et al. [8] at each impingement angle.
3.2. Particle size assessment
Fig. 7 shows a comparison of the erosion behaviour withFig. 4. Boundaryparticles sizes of 30 mm, 100 mm and 300 mm (cases 1, 2 and 3 of
Table 1). The jet angle for maximum erosion rate is found to in-
crease for smaller particles. This phenomenon occurs because
smaller particles tend to follow the fluid, while larger particles
(because of their higher inertia) follow a path defined by the jet
at the outlet, as shown in Fig. 8, i.e., the particle impact angle and
the particle velocity are influenced by the flow characteristics.
Thus, when the angle between the specimen and the jet is 75°,
small particles tend to follow the fluid flow, thereby causing the
impact angle of the particles to approach 45°. The last situation
can be validated with experimental data obtained by Shiva-
murthy et al. [9] in which the jet angle for maximum erosion
changes from 40° to 60° when the particle size is reduced from
375 mm to 100 mm. This interaction between fluid and particles is


























Fig. 5. Comparison of the experimental and CFD results.
Table 3
































Fig. 7. Erosion rate behaviour for different particle sizes.
R.D. Aponte et al. / Wear 374-375 (2017) 97–103 101been widely analysed in terms of erosion processes by Solnordal
et al. [18]. They found that particle velocities and impact angles
are not affected by the fluid flow if the particle sizes are larger
than 32.5 mm, where the Stokes number approaches 10 in a flow
of air at 60 m/s and above. Thus, when the Tabakoff-Grant ero-
sion model constants are adjusted based on experimental results
obtained with jet erosion tests, it is important to verify that theFig. 6. (a) Erosion rate density contours obtained by CFD comparticle size is sufficiently large to follow the angle imposed by
the jet.
In Fig. 9, a comparison is made between the CFD results using
the obtained constants of the erosion model in Table 3, and the
experimental data from Shivamurthy et al. [9] using the test rig
configuration with the parameters shown in Table 2. The simula-
tion provides an erosion rate at the same order of magnitude over
the entire evaluated range, despite the Tabakoff-Grant model
constants being obtained from a very different experimental
configuration. It can be observed that maximum erosion angles
between the jet and the specimen are predicted very well for both
sizes 100 and 300 μm. Moreover, the CFD data follows the same
pattern of the experimental data and the minimum erosion rate is
obtained at the same angle. The minimum and maximum devia-
tions for 100 μm are 42% and 80% respectively, while for 300 μm
these deviations are 78% and 82% respectively. These discrepancies
can be attributed to the differences in particles and surfaces ma-
terials, since Romo use a treated 13-4 stainless steel, which
hardness is 280 HV62.5, while Shivamurthy used an untreatedpared with (b) specimens’ actual marks reported in [8].
Fig. 8. CFD results at 90° showing that the effective impact angle of the particles decreases with small particles; particle tracks are represented by black lines, and the jet's
streamlines are represented by coloured lines: (a) 300 mm and (b) 30 mm. (For interpretation of the references to color in this figure legend, the reader is referred to the web
version of this article.)
R.D. Aponte et al. / Wear 374-375 (2017) 97–103102material, which hardness is 240 HV100. Moreover, the shape factor
has a significant effect on the erosion rate. This factor changes with
particle sizes, as was showed by Coronado [19], that is, experi-
mentally it is difficult to obtain large and small particles with the
same shape factor. Additionally, the CFD solver takes into account
the shape factor as a function of the drag force of the fluid on the
particles but not their cutting capacity on the material; this effect
is accounted in the computed constants since it is known that
particles with lower shape factor have higher capability of erosive
wear [20,21]. The described situations made that the fitting con-
stants of the Tabakoff-Grant model changed between both ex-
periments. On the other hand, the experimental deviations of this
kind of tests are very large, as can be seen in Fig. 5, where the
deviation is 31%, this means that some data could be inside of the
experimental deviation. Another reason for these discrepancies is
the limitation of CFX solver to represent the differences in the
experimental setup: while Romo uses a submerged slurry jet;
Shivamurthy uses a slurry jet in air, which is a three phase con-
figuration that the CFX solver is unable to reproduce. In the case of
hydraulic machinery, like Francis turbines or pumps, subjected to
erosion by hard particles and considering that there is no cavita-
tion, only two phases exist (solid particles and liquid). This con-
figuration is the one used in Romo's experiment and can be si-




























Experimental 100 µm CFD 100 µm
Fig. 9. Comparison of maximum erosion rate angle obtaWith the methodology used to obtain the constants of a model
implemented in the CFD solver, several materials used in hydraulic
machines can be evaluated through simulation, for operating
conditions involving erosion by hard particles. This methodology
will be helpful when modifying geometries in such a way that the
erosion rate is minimized and the maintenance costs reduced.4. Conclusion
A methodology that uses experimental results to determine the
constants of an erosion model implemented in CFD simulation was
developed. The model constants for CA6NM stainless steel were
found and validated. The assessment of the particle size showed
that the erosion rate with smaller particles is affected by fluid flow
since small particles tend to follow the flow streamlines while
larger particles move according to the conditions imposed by the
jet at its outlet. The effective impingement angle against the sur-
face for small particles, whose trajectory is affected by the fluid
behaviour, is lower than the impingement angle of large particles;
therefore, the angle of maximum erosion rate for small particles
increases. It is important to account for this effect when the ex-
perimental constants of the Tabakoff-Grant model are adjusted,


























Experimental 375 µm CFD 375 µm
ined by CFD and experimental data reported in [9].
R.D. Aponte et al. / Wear 374-375 (2017) 97–103 103large to follow the angle and velocity conditions imposed in the jet
test rig.
The validation with the experimental results showed that the
CFD model predicted very well the angles where minimum and
maximum erosion rate occur, for two particle sizes. However, the
quantitative wear rate results were deviated between 42% and 82%
this due to differences in materials, limitations in simulation, and
experimental deviations.Acknowledgements
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this work develops an optimization methodology to couple the CFD models using a two-phase 
fluid-particle model with an erosion model, with multi-point (operation at optimum point of 
operation and under partial load) and multi-objective (performance increase in efficiency, resistance 
to erosive wear by hard particle and by cavitation) optimization algorithm to solve the problem in 
Amaime’s facility. The optimization methodology was implemented based on studies using 
Computational Fluid Dynamics (CFD), genetic algorithms (GA), artificial neural networks (ANN) 
and design of experiments (DOE). A new geometry was obtained for the turbine, 35% more 
resistant to erosive wear by hard particle and cavitation damage for the different operating points, 
maintaining efficiency close to the original value throughout the operating range. With the 
optimized geometry, the verification process of the new design was continued, and mechanical 
strength analysis, modal analysis and fatigue verification were performed using finite element 
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 CFD, optimization and machine learning were combined to improve a Francis turbine. 
 A new improved geometry of the runner blades, guide vanes was obtained. 
 A mechanical verification of the optimized components was performed. 
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1. Abstract 9 
Erosive wear has been a serious concern mainly in run-of-the-river medium and small 10 
hydro power facilities from both economic and technical point of view. With the aim to 11 
find ways of mitigation of erosive wear, this paper proposes a methodology to obtain, via 12 
optimization approach, geometries that maximize the resistance to erosive wear by hard 13 
particle and cavitation of the internal components (runner, guide vanes and cover 14 
labyrinths). As application case, Francis turbines data from Amaime hydraulic power plant, 15 
operated by the CELSIA E.S.P. Company in southwestern Colombia are used. This 16 
improvement was done to reduce the time and costs of corrective maintenance and to 17 
maximize plant availability and energy generation profits. The methodology used to 18 
achieve this goal uses Computational Fluid Dynamics (CFD) and optimization techniques 19 
such as design of experiments of factorial type, artificial neural networks and genetic 20 
algorithms, with a multi-point and multi-objective approach, since were considered 21 
different points of operation, simultaneously erosive wear by hard particle and cavitation 22 
damage as well as efficiency. A new geometry was obtained for the turbine, 35% more 23 
resistant to erosive wear by hard particle and cavitation damage for the different operating 24 
points, maintaining efficiency close to the original value throughout the operating range 25 
(differences smaller than 3%). With the optimized geometry, the verification process of the 26 
new design was continued, and mechanical strength analysis, modal analysis and fatigue 27 
verification were performed using finite element simulations to validate that the optimal 28 
geometries had the required strength. 29 
2. Introduction 30 
Amaime hydraulic power plant, which has a total generation capacity of 19.9 MW, is a run-31 
of-the-river facility with two Francis turbines of 9.95 MW each one, that is, they don’t have 32 
a dam before the penstock pipe. The main characteristics of each turbine are shown in 33 
Table 1. This plant started operations in 2011 and after 5 months of operation, turbine units 34 
began to show signs of low performance and wear on the runner, cover labyrinths and guide 35 
vanes, which was revealed by the high temperature in the thrust bearing. These damages 36 
cost the company over the first 2-year period $ 400,000, due to repairs, and the efficiency 37 
of the machines decrease up to 25% due to severe wear [1, 2]. The high concentration of 38 
solid particles in the water striking over the components largely generates this erosive wear. 39 
In addition, the water availability which varies according to the time of year, makes not 40 
possible to operate at the Best Efficiency Point (BEP) due to the low flow rate during 41 
summers and in the rainy seasons operation is restricted due to the high amount of 42 
*Manuscript
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sediments in the river, causing an operation regime at partial load. This partial load 43 
generates high pressure gradients and as a consequence of this, recirculation profiles 44 
appears downstream the blades and the appearance of the cavitation wear , increases the 45 
total wear of their components [2]. 46 
Particle and cavitation wear are common issues specially in reaction turbines run-of-the-47 
river installations. Those issues have been mitigated around the world with different 48 
strategies such as sediment monitoring [3], operation strategies to reduce the wear cost [2], 49 
study of desanders [4], turbines geometric optimization [5-15] and improvement of the 50 
materials used in the turbine components [16-24]. 51 
Table 1. Main characteristics of Amaime´s hydraulic power plant turbine. 52 
 Value 
Length of Inlet pipe [m] 4865 
Net Head [m] 195.98 
Nominal Speed [rpm] 720  
Capacity [MW] 10 




One of the first studies that evaluates the effect of erosion wear specifically in Francis 54 
turbines with a CFD approach was made by Neopane in 2010 [7], where were performed a 55 
two-phase CFD study of a Francis turbine where not only different hydraulic characteristics 56 
of the turbine were evaluated, but also the effect of erosive wear by hard particles immersed 57 
in the water was considered. As a result of his research he concluded that operating the 58 
turbine at maximum load not only generates low efficiency but also high turbulence 59 
intensities and inlet relative velocities greater than the output of the runner generating 60 
swirling flows. With respect to erosion wear, he found that the implemented CFD model 61 
agrees with experimental tests and the erosion rate increases when the turbine is operating 62 
outside the BEP. Also, in 2011 Lain et. al [6], as a part of a global analysis of CFD 63 
simulations of Francis turbines, estimated the effect of operating a 10MW Francis turbine 64 
out of the BEP with different problematic operation conditions such as erosion wear, 65 
cavitation, hydraulic losses and fatigue. They found an increment of 200% in erosion wear 66 
when turbine is operating out the BEP compared with the erosion damage at its BEP. The 67 
last is due to vortex formation by high pressure gradients near the hub and shroud of the 68 
runner. However, in that research, no optimization studies were developed, only CFD 69 
studies of actual operating conditions were performed. 70 
In the optimization process of a Francis turbine by means of a CFD studies, Derakhshan et 71 
al. [9] used a multi-objective optimization method based on artificial neural networks, 72 
genetic algorithms and CFD package to solve the Navier - Stokes 3D equations. The 73 
objective of this research was to increase the overall efficiency of the turbine at BEP by 74 
changing the profile of the runner blades keeping the net head as a constrain. The maximum 75 
error in efficiency computed numerically was 0.22% compared measured data. As a result 76 
of the optimization process, a 1.8% increment in efficiency was achieved compared with 77 
the initial geometry.  78 
Considering the previous approaches, in 2014 Terán et al [10] used CFD in the 79 
development of a new geometry that increased the efficiency of a Francis turbine (designed 80 
and built more than one hundred years ago) to a value close to recent turbines. Due to the 81 
complexity of the geometry, they implemented a methodology that combines a factorial 82 
design of experiments, artificial neural networks and optimization by genetic algorithms. 83 
Modifications were made in the runner blades and covers focused to reduce recirculation on 84 
the runner blade and keeping to the minimum the phenomenon of main cavitation which 85 
cause wear at the runner outlet. Finally, with the modifications obtained and after the 86 
implementation an increase in efficiency of 14.77% at BEP was achieved, which managed 87 
to increase energy production to 16.4%.With the objective  to evaluate erosion wear in the 88 
runner of the turbine, Thapa  et al. in 2012 [8] performed an optimization study by means 89 
of "KHOJ" in house software and complemented with CFD simulations comparing 90 
different shapes of runner blades that allowed to reduce the recirculation and relative 91 
speeds and a consequent erosion reduction confirmed with the a posteriori CFD 92 
simulations. In fact, CFD results showed that the shape with warp blades has a significant 93 
effect on the velocity distribution and therefore over the erosion rate, reducing this effect by 94 
33% with respect to the original model. Therefore, this work develops an optimization 95 
methodology to couple the CFD models using a two-phase fluid-particle model with an 96 
erosion model, exposed in the previous literature review, with multi-point (operation at 97 
optimum point of operation and under partial load) and multi-objective (performance 98 
increase in efficiency, resistance to erosive wear by hard particle and by cavitation) 99 
optimization algorithm to solve the problem in Amaime’s facility. The optimization 100 
methodology was implemented based on studies using Computational Fluid Dynamics 101 
(CFD), genetic algorithms (GA), artificial neural networks (ANN) and design of 102 
experiments (DOE). 103 
3. Materials and methods 104 
The process to optimize the turbine components, began with the geometric modelling by 105 
means of Computer Aided Design (CAD) base on manufacturing drawings and 3D 106 
scanning to runner blades and guide vanes reconstruction. A complete CFD model 107 
implemented in ANSYS CFX was made to capture all the hydrodynamic features and 108 
variables (i.e. efficiency, power, flow rate, net head) and a simplified CFD model 109 
consisting of a section of guide vanes, runner and cover labyrinths to quickly compute the 110 
erosion phenomena. Mesh convergence, results and validation analysis were deeply 111 
developed and standardized in [2] and applied in this work. Also, the Tabakoff and Grant 112 
erosion model implemented in ANSYS CFX was validated with experimental data reported 113 
in [25, 26] and a CFD simulation of those experiments to find calibration constants for the 114 
quartz-CA6NM-steel interaction [27]. The optimization process followed a sequential 115 
procedure: First, the guide vanes optimization was performed, followed by the runner 116 
blades and finally the analysis of labyrinths, in order to reduce computational effort to 117 
achieve convergence in the optimization process.  118 
An analysis of variance (ANOVA) was implemented, with the main objective to see the 119 
effect of changing the geometry of the cover labyrinths in places where the change of fluid 120 
direction takes place by mean of chamfers (a total of 5 parameters were analyzed), this 121 
analysis led to no significant changes in the erosion rate for both generator side, cover 122 
labyrinths and suction side cover labyrinths. This is due to the restrictions in the geometry 123 
that only allow changes in places where the fluid directions change, i.e, in the labyrinths 124 
corners where chamfers were propossed. This analysis is not presented in this paper due to 125 
it did not lead to significant changes.  126 
3.1. Parametrization and objective function 127 
The approach for the model parametrization was made for the two objects of reference, i.e. 128 
the guide vanes and runner. 129 
Guide vanes: These have a constant section profile as they do not have twist angle, so they 130 
were parametrized by a 2D Bezier function defining the angle   of the camber line in 131 
Figure 1 which initial geometry is based on manufacturing drawings. The polynomial 132 
function form of 5 parameters is given as: 133 
 134 
 




Figure 1.Guide vane parametrization. 135 
Although the clearance between the guide vanes and the wear ring is directly correlated 136 
with the wear rate in that area [28], it remained at 0.2 mm, which is the minimum value 137 
allowed for mounting.  138 
Runner: After the 3D scan and CAD modelling, the runner blade surface was characterized 139 
by surface function of a third order polynomial, with calibration constants obtained by 140 
mean of least squares algorithm. The equation of 9 parameters is: 141 
 142 
 
                                      
 
(2) 
In both equations (1) and (2), x and y represents the spatial coordinate over the blade 143 
surface, and z is the angular position of a point in the blade’s mean surface defined by the 144 
camber lines. Coefficients A to I are the calibration parameters of the blade, which change 145 
in the optimization process (See Figure 1 and Figure 2). Finally, the thickness for both 146 
guide vanes and runner blades, which is defined as a function of the camber line, remained 147 
the same as in the original design. 148 
 149 
 
Figure 2. Runner blade parametrization. 150 
 151 
Objective function:  Terán et. al. [2] based on the historical operation data of the facility, 152 
showed that there are two points of high operation frequency which are 10 MW (at the 153 
BEP) and 3MW (at partial load). That is why the objective function was chosen to be multi-154 
point and multi-objective, in which the blades profiles could have an optimal performance 155 
in both points. For the guide vanes and runner blades, the objective function is:  156 
 157 
 




Where     is the global objective function defined as the superposition of an objective 158 
function for each operating point, which is given by: 159 
 160 
 
       
      
    
 
 
          
  
     
  
 
    
      
    
 
 
    
      






Where      ,       ,      and      are required efficiency, erosion rate, net head and 161 
cavitated surface (is the area of an isosurface obtained at the value of vapor pressure of 162 
water at work temperature, which encloses the region were cavitation can appear) 163 
respectively. In the same way,   ,    ,   and   are the efficiency, erosion rate, net head 164 
and cavitated surface obtained from the CFD simulation. Each term of the Equation 4 165 
represents the relative error between the value obtained in each iteration and the desired 166 
objectives. Also,   represents the weight of each term in order to define which variable is 167 
more important, giving bigger relevance to the erosion rate, which is expressed in logarithm 168 




3.2. Design of experiments, artificial neural networks and genetic algorithm  171 
Fractional factorial design of experiments was used to obtain the most relevant aspects 172 
from the runner blades, guide vanes and labyrinths parameters, in order to train the neural 173 
network efficiently in a shorter simulation time [5]. In this process, high and low values for 174 
the parameters were used; and an initial database was built with 32 individuals for the 175 
runner blades (factorial design 2
n-k
, with k = 4) and 32 individuals for the guide vanes 176 
(factorial design 2
n
). Each individual (geometries) was simulated using a CFD simplified 177 
model to obtain efficiency, wear rate, net height and cavitation area and the corresponding 178 
value of the objective function, as describe in [2]. 179 
With the built database as input, artificial neural network (ANN) was used to obtain an 180 
output solution field of the objective function as function of the parameters. The learning 181 
capability of the ANN allows the prediction of the objective function of a new geometry 182 
candidate as the database grows in the iterative process of the optimization. This makes the 183 
optimization process shorter as it is not necessary a CFD simulation. That is, no solution of 184 
flow equations is needed to obtain an objective function for each candidate as the ANN 185 
predict them from the actual database. 186 
Finally, genetic algorithm (GA) analyzes all the database in an evolutionary process of 187 
selection, recombination and mutation of each database individual, to create a candidate 188 
with the characteristics that minimizes the objective function. Without the use of ANN, the 189 
GA needs to evaluate each candidate with CFD simulation which implies a large amount of 190 
CPU time. When a candidate is chosen, the proposed geometry is simulated using CFD and 191 
it becomes part of the database, making it to grow and focus on the most relevant 192 
characteristics that make the objective function be minimized: This is the learning 193 
optimization process. The process in graphical for of DOE-ANN-GA integrated 194 
optimization process is shown in  Figure 3. Also, it is important to note that the overall 195 
optimization process described above, follows the approaches made by [5, 9, 10] and the 196 
corresponding schematic block diagram is shown in Figure 4. 197 
 
Figure 3. Schematic process of integrated DOE-ANN-GA optimization. 198 
 199 
 
Figure 4. Schematic block diagram of the overall turbine optimization process. 200 
3.3. Guide vane structural integrity analysis 201 
In order to perform a comprehensive integrity analysis, high resolution unsteady CFD 202 
simulations around the guide vanes were made in order to capture high frequency trailing 203 
edge vortices, their behavior and their influence in unsteady pressure loads. The frequencies 204 
of the pressure and load fluctuations around the guide vane for the new optimized geometry 205 
were evaluated by means of modal analysis and compared with the frequencies for the 206 
original geometry and with guide vane natural frequency.  207 
Also, a study of the geometry at the trailing edge that best behaves in terms of the 208 
frequency of pressure fluctuations was also carried out. In the Figure 5, β and   are the 209 
chamfer angle and chamfer offset and were evaluated from 15 to 60 degrees and 0 to 3.5 210 
mm respectively.  211 
For static structural analysis, pressure distribution was imported from the 3D CFD analysis 212 
as load conditions and cylindrical support were set on the guide vane shaft. On the other 213 
hand, trailing edge vortices analysis used a 2.5D CFD approach with Large Eddy 214 
Simulation (LES) as turbulence model (see Figure 5b); No induced vortices were 215 
considered in this analysis. The complete setup definition of the three simulations approach 216 
is described in Table 2. For all simulations, the mesh convergence studies gave differences 217 




Figure 5. Boundary conditions for the guide vane at (a) 3D structural analysis and (b) Von Karman 2D LES analysis. 220 










Mesh type Tetrahedral Tetrahedral Structured hexahedral Tetrahedral 
Number of 
elements 
68.596 499.482 274.606 82.813 
Simulation type Linear static Stationary Transient Modal 
Turbulence model N/A N/A LES Smagorinsky N/A 
Total simulated 
time 
N/A N/A 0.05 s N/A 
Time step N/A N/A 1×10
-5
 s N/A 
3.4. Runner structural verification 222 
A Finite Element Analysis (FEA) was performed to verify the structural integrity of the 223 
runner after the optimization process. In the same way as the guide vanes, a static structural 224 
simulation was made, using the pressure distribution obtained in the CFD analysis as loads 225 
and the nominal rotational frequency in a case and overspeed. Also, a transient CFD 226 
simulation where developed to obtain the pressure fluctuation throughout the runner, and 227 
with the aim of compare the excitation frequency with the natural frequency obtained in a 228 
modal check for the runner-shaft-flywheel-rotor group. Also, the transient simulation leads 229 
to obtain the pressure distribution that carry to the minimum and maximum stress for a 230 
fatigue analysis (See Figure 6). The complete setup definition of the two simulations 231 






Figure 6. Boundary conditions for the runner at (a) 3D structural analysis and (b) 3D modal analysis. 234 







Modal Analysis Transient Analysis 








588.371 2.359.043 676.368 2.359.043 






N/A N/A N/A SST 
Total simulated 
time 
N/A N/A N/A 0.25 s 
Time step N/A N/A N/A 2.31x10
-4
 s 
4. Results 236 
4.1. Guide vane optimization 237 
The complete optimization process for the guide vanes ended in the 167th iteration with an 238 
ANN prediction error below than 7%, as shown in Figure 7. 239 
 240 
 
Figure 7. Guide vane optimization convergence. 241 
In Table 4 are shown the efficiency and the erosion rate of original and optimized guide 242 
vane and it can be seen that there is not a significant change in the efficiency itself in both 243 
operation points (less than 2%); but in the erosion rate there is a decrease up to 24%. 244 
 245 
Table 4. Guide vane erosion and efficiency comparison between original and optimized blade shape. 246 
 Original Optimized Difference 
Efficiency @ 3MW [%] 83.58 83.57 -0.01 
Efficiency @ 10MW [%] 91.62 89.84 -1.78 
Erosion Rate @ 3MW [x 10
-8
 Kg/s] 12.80 9.83 -23% 
Erosion Rate @ 10MW [x 10
-8
 Kg/s] 4.69 3.55 -24% 
 247 
On the other hand, the blade profile slightly changed, where the optimization process 248 
leaded to reduce the clearance leakage flow by driven towards a non-symmetric profile, 249 
which reduces the formation of horseshoe vortex and vortex filaments at the guide vane 250 
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Chitrakar [29]. The Figure 8 shows the optimized profile above the original and also the 252 
reduction of the erosion rate density is shown in Figure 9.  253 
 254 
 




Figure 9.  Erosion rate density on the covers at the clearance between guide vane and cover for(a) original guide vane (b) 256 
Optimized guide vane 257 
As described in section 3.3, Von Karman vortex generation leads to a modal structural 258 
check in which the Von Karman vortex generation frequency could have an important 259 
effect in the structural stability; it was found that the shape of the trailing edge had a direct 260 
relationship with this frequency in the same wat as reported in [29]. At the beginning of the 261 
optimization, the blade profile does not had a chamfer in the trailing edge as the original 262 
profile had. Therefore, in orden to obtain a permisible modal safety factor, the best size of 263 
the chamfer was determined. 264 
The Figure 10.a shows the Von Karman vortex generation in the guide vane with chamfer 265 
which frequency is 1070 Hz and the first mode of vibration at 1415 Hz is shown in Figure 266 
10.b. The maximum difference between those frequencies is 24%, which is considered to 267 






Figure 10. Guide vane modal analysis (a) Von Karman vortex generation           ((b) Guide vane natural 1st 270 
mode frequency and (c) frequency comparison. 271 
4.2. Runner optimization 272 
For the runner, the complete optimization process ended in the 120th iteration with and 273 




























Von Karman vortex generation 
frequency 
Guide vane natural frequency 
Diference between natural 
frequency and the excitation 
frequency (Von Karman 
vortex): 24% 
 
Figure 11. Runner optimization convergence 275 
In Table 5 are presented the efficiency and erosion rate at 3MW and 10 MW for both the 276 
original and optimized runner geometries. Analyzing the efficiency and the erosion rate, it 277 
can be seen that there is not a significant change in the efficiency itself in both operation 278 
points (less than 2%); but in the erosion rate there is a decrease up to 75%. The Figure 12 279 
shows the optimized profile compared with the original geometry and reduction of the 280 
erosion rate density is shown in Figure 13 and Figure 14.  281 
  282 
 283 
Table 5. Runner comparison. 284 
  Original Optimized Difference 
Efficiency @ 3MW [%]  83.58 83.57 -0.01 
Efficiency @ 10MW [%]  91.62 89.84 -1.78 
Erosion Rate @ 3MW [x 10
-8
 Kg/s]  86.52 21.77 -75% 
Erosion Rate @ 10MW [x 10
-8
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Figure 12. Runner optimized profile above the original (a) meridional section (b) 3D superposition 289 
(a) (b) 
   
Figure 13. Erosion rate density in suction side for 3MW blade in (a) original runner profile and (b) optimized runner 290 
profile. 291 




   
Figure 15. Streamlines around the blade for 3 MW (a) original profile and (b) optimized profile. 295 
Figure 15 shows a reduction of the recirculation around the first half of the blade and 296 
between blades with a consequent reduction of erosion wear was observed. Similar results 297 
were obtained by [6, 31] where the increase in erosion is attributed to the formation of 298 
vortices caused by the increase in relative velocities. The Figure 16 shows the normalized 299 
blade angle distribution relative to inlet angle at 50% blade span for in the optimization 300 
process for the original shape and the optimized blade and with another optimum candidate 301 
(shape 116), these last two, with a more smoothed distribution and a consequent decrease in 302 






Figure 16. Blade angle distribution shape comparison during optimization process. 305 
 306 
4.3. Mechanical strength analysis 307 
For the pressure distribution given by the stationary CFD analysis, the maximum equivalent 308 
Von Mises stress was 72.75 MPa at 10MW in the guide vane, located in the root of the 309 
guide vane support, as the guide vanes materials is an ASTM A743 grade CA6NM (Sy = 310 
550 MPa, Sut = 755 MPa and E = 200 GPa [32]) which leads to a value of 10.1 for the static 311 
safety factor (see Figure 17). 312 
 313 
 
      Figure 17. Guide vane static structural analysis at 10 MW. 314 
With a transient CFD simulation, the variation of the pressure was obtained in the pressure 315 
side surface on the guide vanes (Figure 18a). the fatigue safety factors for the different 316 
operating powers were calculated and it was concluded that the power which could 317 
generate more fatigue damage is 10MW with a safety factor of 2.08 for 1x10
10
 cycles 318 










































 Streamwise span from inlet (0.0) to outlet (1.0) 
Span = 0.5 
Original blade shape 
Optimized blade shape 116 
Optimized blade shape 120 
recommendations made by [33], applying correction factors for shape, roughness, 320 
reliability and coating surface type for the resistance to 10
6






Figure 18. Guide vane dynamic analysis (a) frequency domain pressure and (b) time domain pressure. 324 
 325 
The maximum stress is located in the blade root trailing edge in the Francis turbines and is 326 
higher at high powers [6], therefore the static structural analysis of the runner was made at 327 
the BEP and for two speed points, i.e., synchronic speed with electrical load at 10 MW and 328 
overspeed. Figure 19 shows the Von Mises stress comparison for the original and 329 
optimized runner at 10 MW @ 720 rpm. 330 
Knowing that the material of the runner is a stainless-steel ASTM A743 grade CA6NM and 331 
although both the stresses and the displacements for the optimized runner were greater than 332 
those on the original runner in 26% and 9% respectively, it keeps quite reliable static safety 333 
factors so that the optimized blades against static loads remains resistant, even at overspeed 334 

















































   
Figure 19. Von Mises stress for the 10 MW (a) original and (b) optimized runner. 337 
Table 6. Runner static stresses and displacements for 10 MW. 338 
 
With load @ 
720 rpm 
Without load 
@ 1440 rpm 
Maximum von Mises stress (MPa) 39 165 
Static Safety factor 11.25 3.33 
Displacements (mm) 0.1 0.34 
Radial Displacements (mm) 0.09 0.35 
 339 
The modal and dynamic check for the runner was made based on the rotor-stator interaction 340 
at the outlet of the guide vanes and the inlet of the runner. The Figure 20 shows the 341 































As well as in the guide vanes, the fatigue safety factor was obtained by means of the 345 
pressure fluctation in the rotor-stator interface. In this case, the fatigue safety factor is 2.28 346 
for 1x10
10
 cycles corresponding to 31 years of operation as shown in Figure 21b. The 347 
modal check leads to a 78% difference between natural fequency and exitation frequency, 348 







Figure 21. Runner’s dynamic and modal analysis (a) 4th natural frequency (b) dynamic check and (c) frequency 351 
comparison. 352 
4.4. Turbine overall improvement 353 
After the optimization process ended, where the optimum geometry reached the desired 354 
characteristics, it could be observed that, for the hydrodynamic variables such as the power 355 
and efficiency, no important differences were observed between the original and optimized 356 
shapes, i.e., a maximum reduction in the efficiency of the turbine was 0.9 points at 10 MW 357 
(Figure 22). However, in the case of wear rate, a considerable reduction between the 358 
original shape and the optimized shape was found, decreasing this up to 73% at 3 MW as 359 
shown in Figure 23. 360 
Making a projection with this finding and appliying it to the operational data record in the 361 









































































material of the turbine was 49.38 Kg for the original shapes and for the optimized shape 363 
would be 13.42 Kg. 364 
 365 
366 
  367 
Figure 22. Comparison between turbine hydrodynamic variables 1) Simulated efficiency of the optimized turbine shape 2) 368 
Simulated efficiency of the original turbine shape 3) Experimental efficiency of the original turbine shape 4) Simulated 369 
power of the optimized turbine shape 5) Simulated power of the original turbine shape and 6) Experimental power of the 370 
original turbine shape  371 
 372 
Figure 23. Turbine wear rate of the turbine as a function of the generated power. 373 
5. Conclusions 374 
The use of design of experiments, artificial neural networks, genetic algorithms and CFD, 375 
allowed a multi-objective and multipoint optimization process to obtain a better geometry 376 
of the main components of a Francis turbine. The methodology developed and implemented 377 
in this work, resulted in a decrease in erosion rate in the turbine by 35% with no significant 378 






































































Original erosion rate (g/h) @ 10ml/l 
Optimized erosion rate (g/h) @ 10ml/l 
points and the mechanical verification showed permissible safety factors that validates the 380 
reliability of the turbine optimized components. 381 
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net = feedforwardnet(20); 
net = configure(net,inputs,targets); 




net.trainFcn = 'trainlm'; 
reg=0; 
while 1 
    R=reg; 
    if R>0.7 
    break 
    end 
    [net,tr] = train(net,inputs,targets); 
    outputs = net(inputs); 
    reg=regression(targets,outputs); 
end 
options = gaoptimset('PopulationSize',PopSize,... 
    'Vectorized','on',...  
    'Generations',5000,... 
    'InitialPopulation',InPop,... 
    'PlotInterval',1,... 
    'PlotFcns', @gaplotbestf,... 
    'TolFun',1e-100); 
ub=[14.254375   4.704125    67.8755 4.77825 -1.729375   -1.270125... 
   19.9845  -0.149125   -0.03275];  
lb=[9.165625    2.735875    29.2045 2.78175 -2.930625   -1.969875... 
   9.7555   -1.650875   -0.98725]; 
A=eye(9,9); 
b=ub; 
[x, fval] = ga(@ObjectiveFunction,9,A,ub,[],[],lb,ub,[],[],options); 
toc 
R 
x 
fval 
